
Figure 1: Typical example for set up

F-CT2-25

The water trap should be at the deepest 
point of the pipe installation
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Cotton wick prevents air 
entering the pipe network

Pipe Angled
Towards Trap

FAAST LT
/ FAAST

5 -10
o o

F-CT2-25
Condensation

Trap

Valve

Figure 2: Valve Assembly 
- Closed Position

Figure 3: Valve Assembly 
- Open Position

It is recommended, in normal use, to 
leave the valve in the Open position
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